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TO RESTROOMS

TO SEPTIC TANK

KEYED NOTES:

1

REMOVE WASTE RISER SERVING SINK.  INSTALL CAP/CLEANOUT AT FLOOR.

REMOVE WASTE PIPE AS REQUIRED FOR EXTENSION TO NEW SINK.

LOCATION OF PLUMBING VENT IS UNKNOWN.  CONTRACTOR TO VERIFY AND

REPAIR AS NEEDED FOR NEW ROOF.

GENERAL NOTES:

1. THE LOCATION OF EXISTING UNDERSLAB PIPING HAS NOT BEEN

VERIFIED.  PLUMBING CONTRACTOR TO LOCATE UNDERSLAB PIPING AND

VERIFY PIPE SIZES PRIOR TO START OF WORK.  NOTIFY ENGINEER OF ANY

DISCREPANCIES AFFECTING SCOPE OF WORK.

4" SS

4" SS

1

2

2

ASSUMED LOCATION OF

WASTE PIPE

3

3

ASSUMED LOCATION OF

WASTE PIPE.  PLUMBER TO VERIFY

PRIOR TO CONSTRUCTION.

3
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KEYED NOTES:

1

REMOVE PLUMBING FOR LAUNDRY SINK AND LAUNDRY WASHER.  CAP PIPING

AT MAINS.

LOCATION OF EXISTING PLUMBING UNKNOWN.  REMOVE BACK TO MAIN.

REMOVE EXISTING GAS PIPING.  MAY BE ABANDONED ABOVE CEILING IF

NECESSARY TO AVOID CEILING DEMOLITION.

LOCATION OF PIPING IS UNKNOWN.  REMOVE AND REINSTALL PIPE RISERS AS

REQUIRED FOR WALL MODIFICATIONS.  (NEW PASSTHROUGH WINDOW).

REMOVE HAND SINK AND ASSOCIATED PLUMBING.  CAP PIPING AT MAINS.

CAP SANITARY SEWER BELOW SLAB.  FLOOR PATCH BY G.C.

REMOVE AND REINSTALL HOT AND COLD WATER PIPING AS REQUIRED FOR

REPLACEMENT OF KITCHEN ROOF.  LOCATION OF EXISTING PIPING IS

UNKNOWN.

REMOVE WASTE PIPING AS REQUIRED FOR INSTALLATION OF GREASE TRAP.

REMOVE GAS PIPING BACK TO REGULATOR.  REGULATOR TO REMAIN.

3" VENT

UP TO ROOF

1

EXISTING FLOOR DRAIN TO REMAIN

EXISTING FLOOR DRAIN TO REMAIN

GENERAL NOTES:

1. THE LOCATION OF EXISTING VENT HAS NOT BEEN VERIFIED.  PLUMBING

CONTRACTOR TO LOCATE VENT PIPING DURING DEMOLITION AND MODIFY AS

REQUIRED TO MAINTAIN OPERATION OF EXISTING FIXTURES.  NOTIFY

ENGINEER OF ANY DISCREPANCIES AFFECTING SCOPE OF WORK.

EXISTING HUB DRAIN

FOR ICE MAKER

TO REMAIN

2

2

3/4" TO PROPANE TANK

LOCATION HAS NOT BEEN VERIFIED.
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3
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SEATING AREA

101

GIFT SHOP
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RETAIL
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STORAGE
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2" SS

FLOOR CUT AND PATCH

BY G.C.

FLOOR CUT AND PATCH

BY G.C.

2" SS

PLUMBER TO LOCATE SANTIARY SEWER.

COORDINATE WITH G.C. FOR PLACEMENT OF

NEW STAIR FOOTINGS
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MOP SINK

MS

LAUNDRY

VALVE BOX

HAND SINK

SK-1

KITCHEN SINK

SK-2
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1" LP GAS
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8
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"

KITCHEN MAKE UP

AIR UNIT

SEE CAPTIVEAIRE DRAWINGS

HOOD EXHAUST FAN

SEE CAPTIVEAIRE DRAWINGS

KEYED NOTES:

1

NORMALLY CLOSED GAS SOLENOID VALVE.  COORDINATE WITH KITCHEN

CONTROLS CONTRACTOR FOR LOCATION.

PROVIDE GREASE INTERCEPTOR (ZURN GT2700-15 OR EQUAL).  INSTALL PER

MANUFACTURERS INSTRUCTIONS (2" PVC) COMPLETE WITH 15 GPM FLOW

CONTROL FITTING AND CLEANOUT.

1/2" CW INTO BASE CABINET FOR BEVERAGE MACHINES.  PROVIDE WITH BALL

VALVE.

1/2" CW UP TO MAKE UP AIR EVAPORATIVE COOLER.  INSTALL IN CEILING

BELOW INSULATION.

1-1/2" DRAIN TO MOP SINK.  INSTALL IN CEILING BELOW INSULATION.
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LOCATION OF BURIED FEEDER HAS NOT BEEN VERIFIED

CONTRACTOR TO LOCATE PRIOR TO ANY EXCAVATION

EXISTING BURIED CONDUIT

TO TRANSFORMER

PANEL 'C'

100A 120/240V 1Ø

HVAC PANEL

PANEL 'B'

100A 120/240V 1Ø

PANEL 'A'

150A 120/240V 1Ø

OLD MAIN

DISTRIBUTION

PANEL

9

S

+42

+48

S

+44+44

+44

+50

S

3

S

S

+42
+42

+42

+42

+42

5 5

6

S

MERCHANDISE

LIGHTING

+48

T

J

7

8

1

2

S

10

11

4

2 2

J

12

EXISTING DATA/PHONE TO REMAIN.

(CONCEALED IN CONSTRUCTION)

E.C. TO CONFIRM AND REFEED TO

MEDIA HUB IN CLOSET.

13

+42

+42

S

S

+42

+42

B-29B,31A

B-31B

B-10,12

B-14

B-21,23

14

15

B-5,7

GENERAL NOTES:

KEYED NOTES:

1

ROOF OVER KITCHEN AREA TO BE REMOVED.  REMOVE ALL ELECTRICAL

DEVICES AND CONDUCTORS IN CEILING.  REFEED ALL REMAINING WALL

DEVICES FROM PANEL UNLESS OTHERWISE SHOWN.

REMOVE ELECTRICAL DEVICES.

REMOVE LIGHT AND ASSOCIATED SWITCH (NEED TO CONFIRM SWITCH

LOCATION).

REMOVE HOOD LIGHT/FAN SWITCH AND ASSOCIATED POWER TO ROOF FAN.

REMOVE AND REINSTALL ELECTRICAL AS REQUIRED FOR RELOCATION OF

HVAC EQUIPMENT.

RELOCATE RECEPTACLE AND SURFACE CONDUIT AS REQUIRED FOR NEW

DOORWAY.

REPLACE EXISTING LIGHTS (TYP OF 5).

REMOVE OLD (PARTIALLY ABANDONED) MAIN DISTRIBUTION PANEL.  PROVIDE

J-BOX AT CEILING AND REFEED EXISTING PANEL 'B' WITH NEW CONDUIT AND

WIRE.

RELOCATE LAUNDRY DRYER RECEPTACLE.  PROVIDE NEW CIRCUIT FROM

EXISTING BREAKER IN PANEL 'B'.

REMOVE ALL ELECTRICAL AND SURFACE CONDUIT FOR EXHAUST FAN.

REMOVE CEILING LIGHTING AND CONDUCTORS.

EXISTING COMMUNICATION CONDUIT AND WIRE (2-CAT5E CABLES) TO BE

REMOVED FROM ROOF OVERHANG.  RELOCATE THROUGH NEW STRUCTURE.

REMOVE RECEPTACLES AS INDICATED (NEW SERVING PASSTHROUGH

WINDOW).  REPAIR ELECTRICAL AS REQUIRED TO MAINTAIN POWER TO

REMAINING CIRCUITS.

REMOVE RECEPTACLE AND SURFACE CONDUIT.

REMOVE EXISTING DATA/PHONE RECEPTACLES AS REQUIRED FOR

REPLACEMENT OF CABINETRY.  RETAIN CIRCUITS FOR REINSTALLATION IN

NEW CABINETRY.

2

3

4

5

6

7

8

9

10

11

12

13

1. EXISTING CIRCUIT NUMBERS HAVE NOT BEEN VERIFIED.  CONTRACTOR

TO CONFIRM ALL PANEL CIRCUITS PRIOR TO COMMENCEMENT OF

CONSTRUCTION.  NOTIFY ENGINEER OF ANY DESCRIPANCIES PRIOR TO

ELECTRICAL WORK.

2. SEE ARCHITECTURAL DRAWINGS FOR LOCATIONS OF FIRE WALLS, FIRE

BARRIERS, OR FIRE PARTITIONS. PENETRATIONS THROUGH RATED ASSEMBLIES

SHALL BE PROTECTED WITH AN APPROVED (UL LISTED)

THROUGH-PENETRATION FIRESTOP SYSTEM IN ACCORDANCE WITH THE IBC.

3. SEE PANEL SCHEDULES FOR CIRCUIT DESIGNATIONS AND BREAKER

REQUIREMENTS.
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S C A L E:    1/4" = 1'-0"

ELECTRICAL DEMO - MAIN LEVEL
E1.1

1
NORTH

E1.1
MAIN LEVEL

ELECTRICAL

DEMOLTION
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GENERAL NOTES:

1. EXISTING CIRCUIT NUMBERS HAVE NOT BEEN VERIFIED.  CONTRACTOR

TO CONFIRM ALL PANEL CIRCUITS PRIOR TO COMMENCEMENT OF

CONSTRUCTION.  NOTIFY ENGINEER OF ANY DESCRIPANCIES PRIOR TO

ELECTRICAL WORK.

2. SEE ARCHITECTURAL DRAWINGS FOR LOCATIONS OF FIRE WALLS, FIRE

BARRIERS, OR FIRE PARTITIONS. PENETRATIONS THROUGH RATED ASSEMBLIES

SHALL BE PROTECTED WITH AN APPROVED (UL LISTED)

THROUGH-PENETRATION FIRESTOP SYSTEM IN ACCORDANCE WITH THE IBC.

3. SEE PANEL SCHEDULES FOR CIRCUIT DESIGNATIONS AND BREAKER

REQUIREMENTS.

4. CONNECT EMERGENCY EGRESS AND EXIT LIGHTING TO NEARBY UNSWITCHED

RECEPTACLE CIRCUIT.

KEYED NOTES:

1

NEW FEED FROM J-BOX TO PANEL.  (3) #3 CU W/#6 GND.  (100A)

CONNECT TO EXISTING LIGHTING CIRCUIT B-16.

RECONNECT COMMUNICATION CABLES (2-CAT5E) BACK TO UTILITY

CLOSET/EQUIPMENT.  ROUTE THROUGH NEW CONSTRUCTION (CONCEALED).

INSTALL POWER AND PHONE/DATA IN NEW CABINETRY.  CONCEAL IN

SURFACE RACEWAY.
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S C A L E:    1/4" = 1'-0"

ELECTRICAL POWER - MAIN LEVEL
E2.1

1
NORTH

E2.1
MAIN LEVEL

ELECTRICAL

S C A L E:    1/4" = 1'-0"

ELECTRICAL POWER - ROOF LEVEL
E2.1

2
NORTH
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FIRE ALARM PANEL

MAGNETIC DOOR HOLDER - INTEGRAL WITH CLOSER

FIRE ALARM HORN AND STROBE

SMOKE DETECTOR

HEAT DETECTOR

MAGNETIC DOOR HOLDER

H

M

M

IWC

S

F

FIRE ALARM STROBE

FIRE ALARM HORN

FIRE ALARM CONTROL PANEL

FIRE ALARM - PULL STATION

DESCRIPTION

F

F

FACP

F

SYMBOL

M

MOTOR

A

MOTOR SENTINEL - FRACTIONAL H.P.

STARTER-COMBINATION MAGNETIC

EXISTING DEVICE TO REMAIN

EXISTING DEVICE TO BE REMOVED

OUTLET, GROUND FAULT INTERRUPTER

FIRE ALARM

OUTLET, VOICE ONLY

OUTLET, VOICE/DATA

OUTLET, DATA ONLY

TELECOMMUNICATIONS

DESCRIPTION

EXIT LIGHTS (WALL OR CEILING)

SYMBOL

JUNCTION BOX

PANEL OR LOAD CENTER

STARTER-MAGNETIC

DISCONNECT SWITCH

NEW DEVICE

EMERGENCY LIGHT FIXTURE

PENDANT OR SURFACE MOUNTED

FLUORESCENT LIGHT FIXTURE

WALL MOUNTED LIGHT FIXTURE

RECESSED LIGHT FIXTURE

DESCRIPTION

FLUORESCENT LIGHT FIXTURE (RECESSED)

FLUORESCENT LIGHT FIXTURE (SURFACE)

SYMBOL

OUTLET, DUPLEX

SPECIAL POWER OUTLET

OUTLET, FOURPLEX

RECEPTACLE - SIMPLEX

SWITCH - KEYED

ELECTRICAL LEGEND

SWITCH - MOMENTARY CONTACT

DEVICE & POWERMISCELLANEOUS

BRANCH CIRCUIT CONCEALED IN WALL OR CEILING

BRANCH CIRCUIT CONCEALED IN OR UNDER FLOOR

HOMERUN TO PANEL.

CIRCUIT, NUMBER OF HASH MARKS INDICATES

NUMBER OF CONDUCTORS.  NO HASH MARKS

INDICATE TWO CONDUCTORS.

LIGHTING

DESCRIPTIONSYMBOL

SWITCH - DIMMER

SWITCH - WITH PILOT

SWITCH - TIMER

SYMBOL

SWITCH, THREE WAY

SWITCH, SINGLE POLE

DESCRIPTION

ELECTRICAL CONTRACTOR

ABOVE FINISHED FLOOR

EC

C CONDUIT

CIRCUITS 2,4,6

PANELBOARD BN1L, 

a,b,c, etc.

BN1L-2,4,6

AG

AFF

SWITCH DESIGNATION

ABOVE GROUND

CIRCUIT DESIGNATION, 

WITH

UNDER GROUND

WEATHER PROOF

NIGHT LIGHT

W/

UG

WP

NL

GENERAL CONTRACTOR

GROUND

MANUAL TRANSFER SWITCH

MECHANICAL CONTRACTOR

GC

MTS

MC

GND

ABBREVIATIONS

CEILING DUPLEX RECEPTACLE

OUTLET, CEILING

OS

CEILING OCCUPANCY SENSOR

WALL OCCUPANCY SENSOR

(LEVITON ODS10-ID* OR EQUAL)

OS

CEILING OCCUPANCY SENSOR - DUAL CIRCUIT

2

WALL OCCUPANCY SENSOR - DUAL CIRCUIT

(LEVITON ODS0D-ID* OR EQUAL)

S

3

S

S

T

S

P

S

MC

S

DM

S

M

S

K

N

E

X

GFI

JJ

J

EQUIPMENT CONNECTION

S

O

S

2O

S

DO

WALL OCCUPANCY SENSOR - DIMMING

(LEVITON IPSD6-1LZ OR EQUAL)

REVERSE ACTING THERMOSTAT (120V)

(DAYTON 6GVX8C OR EQUAL)

T

H

T

THERMOSTAT (120V)

HUMIDISTAT/THERMOSTAT CONTROL

(DAYTON 10N203 OR EQUAL)
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